
NSLS Laser Interlock Status Report

Active Last Test Date DUE DATE

This report only includes Interlocks that are associated with existing operating equipment.   Interlocks listed as 

Inactive do not require testing until status changes to Active. 

LaserInterlock Laser Control Status:

ACTIVE Sep/20123/20/2012SDL Normal

ACTIVE Sep/20123/20/2012SDL-ESLA Normal

ACTIVE Mar/20129/27/2011U02A Normal

ACTIVE Aug/20122/21/2012U06 Normal

ACTIVE Aug/20122/21/2012U13 Normal

ACTIVE Jun/201212/13/2011X17B3 Normal

ACTIVE Dec/20116/7/2011X21A1 Locked/Tagged
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Active - Associated equipment is currently operating Inactive - Associated equipment is not operating.

Tests are due the last day of the month indicated


